The performance analysis of a supercritical organic Rankine cycle system driven by exhaust heat using 18 organic working fluids is presented. Several parameters, such as the net power output, exergy efficiency, expander size parameter (SP), and heat exchanger requirement of evaporator and the condenser, were used to evaluate the performance of this recovery cycle and screen the working fluids. The results reveal that in most cases, raising the expander inlet temperature is helpful to improve the net power output and the exergy efficiency. However, the effect of the expander inlet pressure on those parameters is related to the expander inlet temperature and working fluid used. Either lower expander inlet temperature and pressure, or higher expander inlet temperature and pressure, generally makes the net power output more. Lower expander inlet temperature results in larger total heat transfer requirement and expander size. According to the screening criteria of both the higher output and the lower investment, the following working fluids for the supercritical ORC system are recommended: R152a and R143a.
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Introduction
Over the past years, with the increasing consumption of fossil fuels, more and more low-grade industrial processes are producing a great amount of waste heat. Being discharged into the environment, this exhaust energy could cause serious heat pollution. However, if made good use of, this exhaust energy could reduce fossil fuel consumption. To recover and utilize this type of energy, the organic Rankine cycle (ORC) system was proposed. The ORC is similar to the steam Rankine cycle, except for using organic working fluids with low boiling points.
Besides the ORC, researchers have proposed various thermodynamic cycles, such as Kalina cycle, Goswami cycle, and trilateral flash cycle, to convert this low-grade heat sources into electricity. Although there is more power output for the same heat input with Kalina cycles compared to ORCs, the ORC syetem is much less complex and needs less maintenance [1, 2] . A variety of pure organic fluids have been studied for use in ORC systems, such as HCFC123, HFC-245fa, HFC-245ca, isobutene [3] [4] [5] [6] [7] , n-pentane [8] and aromatic hydrocarbons [9] . Tamamoto et al. [3] found that R123 could give higher turbine power than water in ORC system. Wei et al. [7] optimized the ORC system performance using R245fa as working fluid. Saleh et al. [10] screened 31 pure working fluids for ORCs based on the BACKONE equation of state. Liu et al. [11] investigated the effects of various working fluids on the thermal efficiency and the total heat recovery efficiency. Hung [12, 13] explored working fluids for ORC system, including benzene, ammonia, toluene, p-xylene, R113, R11, R12, R134a and R123. They compared the efficiencies of these working fluids, and found that R113 and R123 gave better performance. Lee et al. [14] proposed a systematic algorithm of parameters analysis on ORC. It is found that the recovering low-pressure waste steam by this ORC provides a high potential for moderate capacity plants. Wang et al. [15] presented a multi-objective optimization model for the subcritical ORC. They indicated that R123 is the best choice for the temperature ranges from 373 K to 453 K and R141b is the optimal working fluid for temperatures higher than 453 K.
Because the organic fluids have lower critical temperatures and pressures, they can be compressed directly to their supercritical pressures and heated to their supercritical state before expansion. Supercritical ORC could achieve a better thermal match with the heat source [8, 16] . The heating process of a supercritical ORC does not pass through a two-phase region like a subcritical ORC, resulting in a better thermal match in the evaporator with less irreversibility [10] . Chen et al. [16] compared the system performance between a supercritical Rankine cycle using CO 2 as working fluid and a subcritical ORC using R123 as working fluid. Their findings showed that a CO 2 supercritical ORC power cycle has higher system efficiency when taking the behavior of the heat source and the heat transfer between heat source and working fluid in the main heat exchanger into account. This is mainly due to better temperature glide matching between heat source and working fluid. Zhang et al. [17] [18] [19] studied the supercritical Rankine cycle using CO 2 as a working fluid. Their results showed that the cycle has a power generation efficiency of somewhat above 20.0% and heat recovery efficiency of 68.0%, respectively. Karellas et al. [20] studied the supercritical ORC using isobutene, propane, propylene, difluoromethane and R-245fa as working fluids. It was found that supercritical fluids could maximize the efficiency of the system. Although the supercritical Rankine cycle can obtain a better thermal match than the subcritical ORC, the supercritical ORC normally needs high pressure, which may lead to difficulties in operation and safety concerns [8] . Schuster et al. [21] studied the optimization potential of supercritical ORC. Various working fluids, such as R227ea, R134a, R152a, and so on, were considered and compared concerning their thermal efficiency and the usable percentage of heat. Chen et al. [22] proposed and analyzed a supercritical Rankine cycle using zeotropic mixture working fluids for the conversion of low-grade heat into power. The features of zeotropic mixture working fluids created a potential for reducing the irreversibilities and improving the system efficiency. The supercritical ORC proposed could improve the thermal efficiency of 10%-30% over the organic Rankine cycle. Karellas et al. [23] investigated the heat transfer mechanisms of a plate heat exchanger working in a supercritical ORC, and suggested an accurate method for supercritical heat exchangers' calculations and dimensioning. Pan et al. [24] analyzed the performance continuities under near-critical conditions. The results showed that when fluids go in supercritical ORC from subcritical ORC, cycle thermal efficiency varies continuously, while mass flow rate and net power generation vary discontinuously. Maximum net power generation under near-critical conditions of subcritical ORC is higher than that of supercritical ORC. Khennich and Galanis [25] optimized the subcritical and supercritical ORC systems with R134a and R141b, respectively. They pointed out that R141b is the better working fluid under the given conditions.
In most of the existing literatures, the analyses are focused on the subcritical ORC and the supercritical Rankine cycle using a few working fluids, such as CO 2 , R125, R143a, and so on. In order to find out some general rules about supercritical ORC, more working fluids which have good environmental compatibility should be used. This paper will investigate the performance of the supercritical ORC, and consider the technical and economic factors. Then some suitable working fluids for supercritical ORC system will be recommended.
Thermodynamic Analysis of the Supercritical ORC
This supercritical ORC system consists of a working fluid pump, an evaporator driven by low-grade waste heat, an expander, and a water cooled condenser ( Figure 1 ). The typical T-s process for the supercritical ORC system is shown in Figure 2 . 
Process 3-4 (Pump)
The pump power can be expressed as:
Process 4-1 (Evaporator)
This is an isobaric heat absorption process. The evaporator heats the working fluid at the pump outlet to supercritical condition. The heat transfer rate from the evaporator into the working fluid is given by:
Process 1-2 (Expander)
The superheated vapor working fluid passes through the expander to generate the mechanical power. For the ideal case, this is an isentropic process. The expander power is given by:
Process 3-4 (Condenser)
The exhaust vapor exits the expander and is led to the condenser where it is condensed by the cooling water. This is an isobaric condensation process. The condenser heat rate can be expressed as:
Exergy Efficiency
The thermal efficiency of the ORC is the ratio of the net power output to the heat addition. When comparing different working fluids under different operating conditions if the heat source of the inlet temperature and the pinch point are imposed, this definition could be misleading [26, 27] . However, since the inlet, outlet temperatures and the flow rate of the heat source are imposed in this study, the variations the thermal efficiency is directly linked to the variations of W net . Moreover, because the thermal efficiency cannot reflect the ability to convert energy from low grade waste heat into usable work [28] , the exergy efficiency is considered herein, which can be used to evaluate the performance for waste heat recovery.
Consider P 0 and T 0 to be the ambient pressure and temperature as the specified dead reference state. The exergy of the state point can be considered as:
The exergy efficiency of ORC system can be expressed as:
Technical and Economic Factors
The total heat transfer requirement and the expander size are two important technical and economic factors in ORC system. The total heat transfer requirement (UA) tot , which has been used to evaluate the cost of heat exchangers, can approximately reflect the total heat transfer area of heat exchangers in the ORC system based on the hypothesis that the heat transfer coefficient differences of the working fluids are not very apparent. (UA) tot could be evaluated by the following equations [23, 29, 30] :
where m T  is the logarithmic mean temperature difference,
are the maximal and minimal temperature differences at the ends of the heat exchangers, respectively. Macchi [31] used the turbine SP to evaluate the expander size:
where 2s V  is the volume flow rate of the working fluid at the outlet of the expander and s H  is the specific enthalpy drop in the expander. In this paper, the hypotheses are as follows: the system has reached the steady state, there is no pressure drop in the evaporator, pipes and condenser, the heat losses in the components are neglected, and isentropic efficiencies of the pump and expander are given. The state of working fluid at the expander inlet is supercritical vapor. The ORC specifications considered in this paper are given in Table 1 . In order to determine which kinds of working fluid shows best performance under the same heat source conditions, waste heat source inlet and outlet temperature were imposed. The selection of working fluids is not for this particular heat source. 
For the purpose of this study, 18 organic working fluids with low boiling points were employed. Some of the properties of fluids used in this investigation are presented in Table 2 . The thermodynamic properties of working fluids are evaluated with REFPROP7.1 [32] developed by the National Institute of Standards and Technology of the United States. 
Results and Discussion

Influence of Expander Inlet Pressure
As shown in Figure 3a ,b, with different working fluids, the influences of the expander inlet pressure on the net power are different. As shown in Figure 3a , with the working fluids of moderate boiling temperature, such as R245ca, when the expander inlet temperature is about 472 K or 499 K, there is an optimal pressure for maximum net power output. However, when the expander inlet temperature is 452 K, there is a decline of the net power with the increase of the expander inlet pressure. With the working fluids except the above mentioned (Figure 3b ), when the expander inlet temperature is 349 K, higher expander inlet pressure results in a lower net power output. Only the high expander inlet temperature (452 K) could make the net power output increase with the increase of the expander inlet pressure monotonously. Figure 4a ,b shows the variations of the exergy efficiency with the expander inlet pressure. Since the inlet, outlet temperatures and the flow rate of the heat source are imposed, the variation of the exergy efficiency is directly linked to the variation of W net . As a consequence, the exergy efficiency and W net show the same evolution.
From Figures 3 and 4 , it can be seen that when the expander inlet temperature is low, increasing the expander inlet pressure could not improve the net power output and the exergy efficiency. Generally, for most fluids in this study, more net power output of supercritical ORC requires either lower expander inlet temperature and pressure, or higher expander inlet temperature and pressure. 
Influence of Expander Inlet Temperature
As shown in Figure 5 , for butane, the system net power output increases with the increase of the expander inlet temperature monotonously except when the expander inlet pressure is 4.6 MPa. The net power output curves of working fluids R32, R41, R123, R124, R125, R134a, R142b, R143a, R218, R236ea, R245ca, R245fa, Isobutene, Propylene, R152a, R227ea, and R236fa have similar trends. Figure 6 shows the variations of the exergy efficiency with the expander inlet temperature. It can be observed that the variation trends of the exergy efficiency are similar to that of the net power output.
Figures 5 and 6 reflect the fact that the higher expander inlet temperature will benefit the net power output and exergy efficiency, as long as the expander inlet pressure isn't too low. In other words, increasing the expander inlet temperature could improve the performance of the supercritical ORC system. 
Total Heat Transfer Requirement ((UA) tot )
From the hypothesis mentioned above, generally, the higher total heat transfer requirement means more cost of the heat exchanger. As it is seen from Figure 7 , if the expander outlet point is in the two-phase region, (UA) tot is very large. For example, when the expander inlet temperature and pressure are 347 K and 10.6 MPa, respectively, the (UA) tot is about 109.638 kW/K for R143a. Owing to the very small temperature difference, the heat transfer requirement of condenser is huge. Due to the same reason, i.e., the small temperature difference for heat transfer, the condenser (T 3 = 303 K) ontributes more areas to the total heat transfer area in this investigation.
As shown in Figure 7 , either lower expander inlet temperature or higher expander inlet pressure results in larger total heat transfer requirement. Figure 8 illustrates the influence of expander inlet pressure and temperature on the expander size parameter. SP always decreases as the expander inlet temperature increases. However, how the expander inlet pressure influences SP is an interesting problem. It is related to the working fluids. For R32a, when the expander inlet temperature is less than 400 K, the higher expander inlet pressure makes the larger SP. However, if the expander inlet temperature is greater than 400 K, lower pressure leads to larger SP instead (Figure 8a) . R41, R125, R143a, R218, propylene, R152a, R227ea have similar SP curves. For R123, higher expander inlet pressure results in larger SP. Similar working fluids are R124, R134a, R142b, R236ea, R245ca, R245fa, butane, isobutene, R236fa (Figure 8b ). 
Expander Size Parameter (SP)
Choice of the Working Fluids
The organic working fluid must be carefully selected on the basis of safety and technical feasibility. Generally, a good working fluid should exhibit low toxicity, good material compatibility and fluid stability limits, and low flammability, corrosion, and fouling characteristics. Besides these general characteristics, system performance is another important factor that must be considered. Another important aspect of this paper is the selection of the suitable working fluids based on the system performance analysis. The screening criteria are maximum net power output, maximum thermal efficiency, maximum exergy efficiency, minimum heat transfer area, and minimum SP. Figure 9 illustrates the net power output curves of 18 working fluids. Among these working fluids, eight organic fluids, which are R152a, isobutene, butane, R245fa, R245ca, R236ea, R142b, and R123, have more net power output. Because the exergy efficiency curves have similar variation trends with W net , for the sake of simplicity, here we just provide the net power output curves.
With the expander inlet pressure of 6.6 MPa, if the expander inlet temperature is less than 450 K, R152a and R142b are better choices. Under this condition, the net power output differences of the other seven working fluids are small. If the inlet temperature of expander is greater than 450 K, supercritical ORC systems using R123, R245ca, R142b, Butane, and R245fa as working fluids show better performance. From Figure 10a , it is found that the (UA) tot differences among the 10 working fluids are large if the expander inlet temperature is relatively low. When the expander inlet temperature is about greater than 480 K, the (UA) tot differences get smaller. From Figure 10 , the discontinuity in the curves was found. There are two reasons leading to the discontinuity in the curves possibly. Firstly, if the expander outlet point is in the two-phase region, (UA) tot is very large because of the very small temperature difference. If expander outlet point is in the superheated region, the temperature difference of heat transfer becomes larger and (UA) tot deceases greatly. Secondly, the interval of calculation is large. In the view of minimum total heat transfer area, R41, R218, and R125 are more suitable working fluids.
According to the screening criterion of SP, R32 and R41 might be recommended. 
Even though only one expander inlet pressure is shown in Figures 9-11 , the authors verified that the performances of other pressures are similar to the one presented here. After comparing Figures 9-11 , it is found that the selected working fluids are totally different according to the screening criteria of net power output, (UA) tot and SP. In another words, it is difficult to choose a working fluid which meets the requirements of the maximum output and the minimum investment at the same time. More net power output means the larger heat transfer area and expander size definitely, so it is hard to select the perfect working fluid that can satisfy all screening criteria. As a compromise, R152a and R143a would be recommended according to the criteria mentioned above.
Conclusions
This paper presents an analysis of the performance of supercritical ORC using 18 organic working fluids. This analysis was conducted basing on the basic thermodynamic theory, and parameters such as net power output, exergy efficiency, total heat transfer requirement, and SP were evaluated and compared among 18 working fluids. Based on system performance analysis, the suitable working fluids were chosen according to the screening criteria, i.e., maximum net power, maximum cycle efficiency, maximum exergy efficiency, minimum total heat transfer requirement, and minimum expander size.
From the above discussion, the following conclusions can be reached:
(1) The higher expander inlet temperature will benefit the net power output and exergy efficiency, as long as the expander inlet pressure isn't too low. However, the influences of expander inlet pressure on these performance parameters are linked with the expander inlet temperature and working fluids. Generally, more net power output of supercritical ORC requires either lower expander inlet temperature and pressure, or higher expander inlet temperature and pressure. (2) Either higher expander inlet pressure or lower expander inlet temperature results in larger total heat transfer requirement. (3) Higher expander inlet temperature leads to smaller expander size. For some working fluids, such as R32, R41, R125, R143a, and so on, either lower expander inlet temperature and pressure, or higher expander inlet temperature and pressure, makes the expander size smaller. For other working fluids, such as R123, R124, R134a, and so on, higher expander inlet pressure brings on a larger SP. (4) It is difficult to choose a working fluid which could satisfy the requirements of both the maximum output and the minimum investment at the same time. As a compromise, R152a and R143a are recommended as the working fluids in this paper.
It is noted that, in this paper, although the optimal working fluids were recommended according to the screening criteria, a multi-objective optimization model was not proposed. Also, because this study mainly aims at the thermodynamic analysis of ORC system, the thermal stability of working fluids in high temperature and pressure was not considered in this paper. Those are the parts to be improved in the further studies.
